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Intermountain Thermal Kit 

We are to look at the thermal kit for Intermountain. We note that the 
OEM thermal kit had heat balance at a range of VWO at 
849 at 820 MW and then 50% and 25% of 820MW. We have 

have received this and we think it reasonable to new 
50% and 25% load but what should we treat as the new 100% ? 

50% and 25% of the new VWO load of 976 MW or 
41 OMW and 205MW as the OEM load 

or 
do you want new rl;",nr,;"rnc at some other loads? 

Please let us know. 

Best ,""",,,,,,, .. ,,c 
Phill. 
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